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  Approved by



DC Power Supply

  Company name
  Office name
  Customer name
  Storage battery type
  Manufacturing years
　Inspected day
　Use years
  Inspected by
  Instrument model & number BEST600mx2 G03AX-180

Diagnosis result
  Inspected total cells 80 cells
  Normal cells 80 cells ( 100.0% )

0 cells ( 0.0% )
0 cells ( 0.0% )

   discharge Voltage at 500mS ≧ 1.23 V
1.18 V ≦  discharge voltage ＜ 1.23 V

   discharge Voltage at 500mS ＜ 1.18 V

 1) Float voltage

 2) Discharge voltage 

 3) Recovery voltage

 4) Internal resistance

 5) Others

  Cells： 　　　　Capacity＜50%　 　

  Cells： 50%≦Capacity＜80%　
  Cells： 　　　　Capacity＜50%　

  Normal cells                       
  Cells： 50%≦Capacity＜80% 　

14 years 6 months
B-BEST Co.,Ltd. Maeda, Taniguchi

Dec-95
15-Jun-10

 
AHH40x80 YUASA

***** Company
Chiba Factory



***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day 15-Jun-10

  Discharge current 40 A

Terminal Voltage of cells
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***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day 15-Jun-10

  Discharge current 40 A

Terminal voltage of cells
( Sorting )
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***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day

  Discharge current 40 A
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***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day 15-Jun-10

  Discharge current 40 A

Internal resistance
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***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years

  Discharge current 40 A 　Inspected day

Float Discharge Internal Float Discharge Internal Float Discharge Internal
Cell No. voltage at 2500mS resistance Cell No. voltage at 2500mS resistance Cell No. voltage at 2500mS resistance

（Ｖ） （Ｖ） (mΩ) （Ｖ） （Ｖ） (mΩ) （Ｖ） （Ｖ） (mΩ)
1 1.344 1.269 0.750 103% 61 1.339 1.265 0.850 101%
2 1.347 1.265 0.775 101% 62 1.346 1.266 0.750 102%
3 1.425 1.258 0.725 97% 63 1.339 1.268 0.775 103%
4 1.345 1.268 0.725 103% 64 1.347 1.267 0.750 102%
5 1.345 1.272 0.750 105% 65 1.337 1.270 0.775 104%
6 1.345 1.269 0.750 103% 66 1.334 1.266 0.725 102%
7 1.349 1.271 0.750 104% 67 1.339 1.265 0.775 101%
8 1.343 1.267 0.725 102% 68 1.337 1.267 0.700 102%
9 1.355 1.270 0.725 104% 69 1.340 1.269 0.750 103%

10 1.344 1.270 0.750 104% 70 1.349 1.271 0.750 105%
11 1.344 1.266 0.750 101% 71 1.391 1.271 0.775 105%
12 1.347 1.260 0.725 98% 72 1.383 1.274 0.775 107%
13 1.334 1.272 0.725 105% 73 1.349 1.269 0.750 103%
14 1.337 1.267 0.725 102% 74 1.346 1.274 0.700 106%
15 1.334 1.269 0.775 104% 75 1.383 1.274 0.725 106%
16 1.333 1.270 0.750 104% 76 1.415 1.265 0.775 101%
17 1.416 1.258 0.725 97% 77 1.351 1.274 0.750 106%
18 1.339 1.268 0.725 103% 78 1.352 1.268 0.750 103%
19 1.398 1.256 0.700 95% 79 1.425 1.262 0.775 99%
20 1.353 1.270 0.750 104% 80 1.354 1.271 0.750 105%
21 1.341 1.275 0.750 107%
22 1.337 1.276 0.725 107%
23 1.340 1.270 0.750 104%
24 1.327 1.271 0.775 104%
25 1.335 1.273 0.725 106%
26 1.379 1.261 0.750 98%
27 1.333 1.269 0.750 103%
28 1.337 1.275 0.725 107%
29 1.413 1.258 0.725 97%
30 1.342 1.273 0.775 106%
31 1.346 1.268 0.775 103%
32 1.341 1.276 0.750 107%
33 1.341 1.273 0.775 106%
34 1.396 1.262 0.750 99%
35 1.345 1.265 0.775 101%
36 1.346 1.266 0.825 102%
37 1.396 1.261 0.775 99%
38 1.334 1.271 0.800 105%
39 1.353 1.268 0.800 103%
40 1.353 1.271 0.825 105%
41 1.348 1.266 0.850 102%
42 1.347 1.273 0.850 106%
43 1.348 1.272 0.800 105%
44 1.341 1.272 0.825 105%
45 1.347 1.266 0.775 102%
46 1.364 1.263 0.775 100%
47 1.342 1.269 0.825 104%
48 1.345 1.265 0.850 101%
49 1.348 1.271 0.850 105%
50 1.349 1.274 0.775 106%
51 1.341 1.272 0.800 105%
52 1.343 1.265 0.800 101%
53 1.409 1.260 0.800 98%
54 1.336 1.264 0.775 101%
55 1.336 1.263 0.775 100%
56 1.339 1.269 0.825 103%
57 1.334 1.264 0.750 100%
58 1.337 1.266 0.750 101%
59 1.470 1.256 0.775 95%
60 1.350 1.265 0.725 101%

Normal Normal Normal Normal Normal Normal

V ≧ 1.26V V ≧ 1.230V V ≧ 1.26V V ≧ 1.230V V ≧ 1.26V V ≧ 1.230V

Note
Under 80%
capacity

Internal
resistance Note

Under 80%
capacity

Internal
resistance Note

Under 80%
capacity

Internal
resistance

1.180～1.230V
(mΩ)

1.180～1.230V
(mΩ)

1.180～1.230V
(mΩ)

Under 50%
capacity

Under 50%
capacity

Under 50%
capacity

V ＜ 1.180V V ＜ 1.180V V ＜ 1.180V

Non-
standard

V ＜ 1.26V

Non-
standard

V ＜ 1.26V

Capacity
（％）

Capacity
（％）

Capacity
（％）

Capacity
（％）

Non-
standard

V ＜ 1.26V

Diagnosis result
15-Jun-10

1-Dec-95

Capacity
（％）

Capacity
（％）



***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day

  Discharge current 40 A 15-Jun-10

Discharge voltage as a function of time
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***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day

  Discharge current 40 A 15-Jun-10

Discharge voltage as a function of time
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Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day 15-Jun-10

  Discharge current 40 A

Discharge voltage as a function of time
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***** Company   Storage battery type AHH40x80
Chiba Factory   Manufacturing years 1-Dec-95 　Inspected day

  Customer name 40 A
15-Jun-10

Discharge voltage as a function of time
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