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  Approved by



DC Power Supply

  Company name

  Office name

  Customer name

  Storage battery type

  Manufacturing years

　Inspected day

　Use years
  Inspected by

Diagnosis result
  Inspected total cells 24 cells
  Normal cells 1 cells ( 4.2% )

7 cells ( 29.2% )
16 cells ( 66.7% )

   discharge Voltage at 500mS ≧ 1.93 V
1.8 V ≦  discharge voltage ＜ 1.93 V

   discharge Voltage at 500mS ＜ 1.8 V

総合所見

 1) Float voltage

 2) Discharge voltage 

 3) Recovery voltage

 4) Internal resistance

 5) Others

  Cells： 　　　　Capacity＜50%　 　

  Cells： 50%≦Capacity＜80%　
  Cells： 　　　　Capacity＜50%　

  Normal cells                       
  Cells： 50%≦Capacity＜80% 　

18 years 2 months
B-BEST Co.,Ltd. Maeda, Mizutani

May-93

10-Jul-11
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200 A

  Storage battery type
  Manufacturing years 　Inspected day
  Discharge current

Terminal Voltage of cells
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200 A

  Storage battery type
  Manufacturing years 　Inspected day
  Discharge current

Terminal voltage of cells
( Sorting )
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200 A

  Storage battery type
  Manufacturing years 　Inspected day
  Discharge current
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200 A

  Storage battery type
  Manufacturing years 　Inspected day
  Discharge current

Internal resistance
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200 A

  Storage battery type
  Manufacturing years 　Inspected day
  Discharge current
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MSE200x24
May-93

200 A

Cell No. Capacity
( % )

1 35%
2 No-Judge
3 51%
4 No-Judge
5 No-Judge
6 No-Judge
7 No-Judge
8 56%
9 57%

10 No-Judge
11 No-Judge
12 No-Judge
13 52%
14 36%
15 49%
16 44%
17 No-Judge
18 52%
19 69%
20 No-Judge
21 No-Judge
22 53%
23 93%
24 No-Judge

Note Capacity

( % )

V ＜ 1.800V

Normal

V ≧ 2.13V

Non-standard

V ＜ 2.13V

V ≧ 1.930V

Under 80% capacity

1.800～1.930V

Under 50% capacity

voltage
（Ｖ）

Normal

2.224
2.342

2.337
2.363
2.317
2.322

2.293
2.298
2.319
2.383

2.316
2.357
2.314
2.305

2.350
2.222
2.327
2.313

2.302
2.305
2.322
2.329

Discharge V
at 500mS

（Ｖ）

1.220

1.660
1.694
1.812
1.986

1.772
1.673
1.811
1.881

1.689
1.809
1.741
1.794

1.826
1.830
1.614
1.663

Internal resistance

(mΩ)

1.735
1.687
1.805
1.691
1.641
1.660
1.669

resistance
(mΩ)

0.887
3.794

1.241
2.105
2.006
1.515

1.472
1.529
2.105
1.586

2.180
2.062
1.463
1.779

2.081
1.411
1.477
2.341

1.520
1.973
2.190
2.185

Internal

1.746
1.963

******* Steel Company
***** Factory

  Storage battery type
  Manufacturing years

2.312
2.325

Float
Diagnosis result (No.1～No.60)

  Discharge current
　Inspected day

10-Jul-11
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  Storage battery type
  Manufacturing years

  Discharge current

Discharge voltage as a function of time
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200 A

  Storage battery type
  Manufacturing years 　Inspected day
  Discharge current

Discharge voltage as a function of time
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200 A

  Storage battery type
  Manufacturing years 　Inspected day
  Discharge current

Discharge voltage as a function of time
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